
July 23, 2021 

By Electronic Mail and First Class Mail 

Air Enforcement Branch Chief 
US Environmental Protection Agency Region 4 
Air Enforcement Branch  
61 Forsyth Street S.W. 
Atlanta, Georgia 30303 
[email] 

Jonathan Stanton, P.E. 
Director, Environmental Health Services 
Jefferson County Department of Health 
1400 Sixth Avenue South 
Birmingham, AL 35233 
[email] 

 Re: Drummond ABC Coke Semi-Annual Report No.  1 (January 25-June 30, 2021), 
Consent Decree, United States v. Drummond Company, Inc.  Case No. 2:19-cv-00240-
AKK (N.D. AL January 25, 2021); DJ # 90-5-2-1-10717.      

Gentlepeople: 

As required by Section VIII of the Consent Decree entered on January 25, 2021 in United States v. 
Drummond, Drummond Company, Inc. hereby provides EPA and JCDH with the following semi-
annual report.   

1. Status of Construction or Compliance Measures:

 Drummond has implemented the Leak Detection and Repair Program (“LDRP”) required
by Paragraph 16 and set forth in Appendix A, including:

 Development of the LDRP as required by Appendix A, ¶ 1.

 Compliance with LDAR monitoring frequencies as described in Appendix A,
¶¶ 4 and 5.

 Compliance with the repair requirements of Appendix A, ¶¶ 6-14.

 Implementation of the Delay of Repair (“DOR”) requirements of Appendix A,
¶ 15.



 Development and Implementation of a Management of Change Protocol
pursuant to Appendix A, ¶ 16.

 Data certification by a LDAR monitoring technician as required by Appendix
A, ¶ 18.

 Development and implementation of an LDAR Training protocol as required
by Appendix A, ¶ 17.

 Implementation of the QA/QC requirements set forth in Appendix A, ¶¶ 18-
20.

 Choosing a 3rd party consultant to audit LDAR compliance pursuant to
Appendix A, ¶ 21.

 Completion of the leak detection electronic database and implementation of
other record keeping requirements set forth in Appendix A, ¶¶ 30-31 and
provisions for reporting set forth in Appendix A, ¶ 32-33, to the extent
applicable.

 Before the CD was entered, Drummond began compliance with 40 C.F.R. § 61.132 with
respect to the Excess Flushing Liquor Tank.

 Before the CD was entered, Drummond covered the area where tar crumb exits the tar
decanter so that rain will not mix with the solid tar crumb, so as to assure that the crumb
contains less than 10% liquid, as required by Paragraph 20.  All tar crumb is reintroduced
into the coking process.

 Drummond conducted its first semi-annual OGI-FLIR monitoring required as a SEP under
Paragraphs 23-33 on July 6-8, 2021.

 Before the entry of the CD, Drummond constructed and connected the closed-vent system
and control device for the Drain Collection Sump, as required by Paragraph 17.

 Before the entry of the CD, Drummond constructed and connected the closed-vent system
and control device for the Dirty Water Sump, as required by Paragraph 17.

 Before the entry of the CD, Drummond enclosed and connected the Wilputte Decanter to
a closed-vent system and control device, as required by Paragraph 18.

 Before the entry of the CD, Drummond put in place a management system to monitor
compliance and to assure future compliance with all requirements of the CD.

 On February 3, 2021, Drummond satisfied its penalty obligation to Jefferson County under
section 10 of the CD.

 On February 5, 2021, Drummond satisfied its penalty obligation to the United States under
section 7 of the CD.

 On February 12, 2021, Drummond notified EPA and Jefferson County of its selection of
Think Environmental to serve as the LDAR Contractor and PPM Consultants to serve as
third party consultant for the LDAR Audits. On February 22, 2021, Drummond
submitted PPM’s proposal for conducting the independent LDAR audit and again
requested the agencies’ approval of PPM.

 On February 25, 2021, Drummond submitted an application to Jefferson County for a
federally enforceable, non-Title V air permit incorporating applicable requirements of
the CD in accordance with section 22(b) of the CD.  Jefferson County issued Permit No.
4-07-0001-005-1 incorporating the CD requirements into Drummond’s non-Title V
permit on March 15, 2021.



 On February 25, 2021, Drummond applied for a non-Title V Air Permit indicating that
the terms of the CD be incorporated, including that the Excess Flushing Liquor Tank is
regulated under 40 CFR 61.132 (per paragraph 22.b of the CD). This permit was issued
by Jefferson County on March 15, 2021.

 On March 11, 2021, EPA, after review and consultation with Jefferson County, approved
the selection of PPM pursuant to paragraph 21 of the CD.

 On April 6, 2021, Drummond submitted a request to Jefferson County that the
amendment to the non-Title V air permit be incorporated into its Title V permit.

 On April 22, 2021 a revised Title V Air Permit was issued, as required under Paragraph
22.c, and uploaded to the JCDH website

 On April 24, 2021, Drummond submitted an interim status report to EPA and JCDH
setting forth the milestones completed over the first 90 days.

 On April 24, 2021, Drummond submitted a training protocol, in accordance with Section
5, paragraph 15 of Appendix A of the Consent Decree.  Drummond reported that it had
retained a third-party contractor, Think Environmental, to perform Method 21
monitoring and LDAR database management. Drummond has also trained multiple
maintenance and By-Products staff to ensure that a minimum of two employees are
qualified and available to perform LDAR and Method 21 duties (A.2d).  All LDAR
Personnel conducting Method 21 monitoring had completed training by April 25, 2021
and Drummond has ensured that new LDAR Personnel conducting Method 21
monitoring are sufficiently trained prior to their involvement in the LDAR program.

 Drummond submitted its proposed LDRP plan to EPA and Jefferson County for approval
under Paragraph 2 of Appendix A of the CD on April 24, 2021.

 On April 24, Drummond reported that Think Environmental, added approximately
10,800 new tags to the By-Products Plant and conducted the first QA/AC review of the
Facility’s LDAR program pursuant to Paragraph 19 of Appendix A of the CD the LDRP
Plan.

 Drummond submitted its proposal for determining the benzene quantity in the Storm
Water Overflow Line in accordance with Paragraph 21 of the CD on April 24, 2021

 On May 10, 2021, Drummond submitted a scope of work for the initial independent third
party audit of the Facility’s compliance with the LDAR requirements in accordance with
Paragraphs 22-24 of Appendix A of the CD.  PPM conducted that third party audit and
prepared the report dated June 22, 2021 (Exhibit 1).  Drummond submitted that report to
EPA together with the Corrective Action Plan attached hereto as Exhibit 2, on June 22,
2021. 

 On June 16, 2021, EPA sent Drummond an email requesting additional information
regarding the 90 day status report, the LDRP, the stormwater overflow line calculation
proposal on the benzene sampling training program.



 On June 22, 2021 Drummond submitted responses to EPA’s June 16, 2021, comments 
on the LDRP.  The responses to the remaining comments are attached hereto as 
Exhibits 3 and 4.

2. Completion of 180-Day Milestones:

 The Annual Benzene Sampling Training Plan has been prepared and is attached for
approval (Exhibit 5).

 Area where tar crumb exits the decanters has been covered.

 Proposed method for determining benzene quantity in Storm Water Line has been
prepared and is attached for approval.

 First OGI/FLIR monitoring was conducted on July 6, 2021.

 A third-party LDAR compliance audit was completed on June 23, 2021.

 The Corrective Action Plan prepared in response to the third-party audit was completed
on June 25, 2021.

 The LDAR database (Leaders), created before entry of the CD, has been maintained.

3. Problems Encountered or Anticipated In Addressing Any Specific Action Required by the
CD Together with Implemented or Proposed Solutions:

 No problems were encountered.

4. Status of Permit Applications;

 On February 25, 2021, Drummond applied for a non-Title V Air Permit indicating that
the terms of the CD be incorporated, including that the Excess Flushing Liquor Tank is
regulated under 40 CFR 61.132 (per paragraph 22.b of the CD). This permit was issued
by Jefferson County on March 15, 2021.

 On April 6, 2021, Drummond submitted a request to Jefferson County that the
amendment to the non-Title V air permit be incorporated into its Title V permit.

 On April 21, 2021 a revised Title V Air Permit was issued, as required under Paragraph
22.c, and uploaded to the JCDH website

5. Rain events Necessitating Bypass to the Storm Water Tank:

 The Emergency Stormwater Overflow Line was not used and no stormwater was directed
to the Stormwater Tank.

6. Annual TAB Calculation for the Facility:

• See Exhibit 6.

7. Operation and Maintenance Issues or Malfunctions, Including a Summary of
Representative Operating Conditions.



  

 
• There were no operation and maintenance issues or malfunctions. 

 
8. SEP Progress and Activities, Including Description of Activities Undertaken, Status of 

Any Construction or Compliance Measures, Including the Completion of Any Milestones, 
and Summary of Costs Incurred Since Previous Report: 
 
• The first of four semi-annual OGI/FLIR surveys was conducted by Think Environmental 

on July 6-7, 2021.  The results of that survey are attached as Exhibit 7.  Each OGI survey 
is estimated to cost $5,000. 

 
9. Any Non-Compliance with the CD Requirements Explanation of the Violation’s 

Likely Cause and Remedial Steps Taken, or to be Taken, to Prevent or Minimize 
Such Violation: 
 
• Drummond was in compliance with the CD requirements. 

 
10. LDAR Compliance Status: 

 
• The LDAR Compliance Status Report for this period is attached hereto as Exhibit 8.   

 
I certify under penalty of law that this document and all attachments were prepared under my 
direction or supervision in accordance with a system designed to assure that qualified personnel 
properly gather and evaluate the information submitted.  Based on my inquiry of the person or 
persons who manage the system, or those persons directly responsible for gathering the 
information, the information submitted is, to the best of my knowledge and belief, true, accurate, 
and complete.  I have no personal knowledge that the information submitted is other than true, 
accurate, and complete.  I am aware that there are significant penalties for submitting false 
information, including the possibility of fine and imprisonment for knowing violations. 

 
Very truly yours, 
 
 
 
 
Jay Cornelius 
Manager, Environmental Control 
Drummond Company, Inc. 
 

cc: Robert Caplan 
 EES Case Management Unit, eescdcopy.enrd@usdoj.gov  
 Wade Merritt 
 Jason Howanitz 
 Nikki Rieck 
 Blake Andrews 
 Curt Jones 
 Robert B. McKinstry, Jr. 



  

 
Exhibit 1 

 
June 22, 2021 LDRP Third Party Audit Report 

  























































 

 

 

 

 

 

 

 

 

 

 

 

This July 2021 Biannual Report submittal does not include the entirety of PPM’s Audit Report 

Available upon request are:  

27 pages of Comparative Monitoring Data and  

74 pages of LDAR Monitoring Field Inspection Records 



  

Exhibit 2 
 

June 22, 2021 LDRP Corrective Action Plan 
  



  

 
 
 
 
 
 
 
 

June 22, 2021 
 
By Electronic Mail 
 
Air Enforcement Branch Chief 
US Environmental Protection Agency Region 4 
Air Enforcement Branch  
61 Forsyth Street S.W. 
Atlanta, Georgia 30303 
 
Jonathan Stanton, P.E. 
Director, Environmental Health Services 
Jefferson County Department of Health 
1400 Sixth Avenue South 
Birmingham, AL 35233 
 
 
    Re: Drummond ABC Coke – LDAR Corrective Action Plan – Consent Decree, United 

States v. Drummond Company, Inc.  Case No. 2:19-cv-00240-AKK (N.D. AL January 
25, 2021); DJ # 90-5-2-1-10717. 

Gentlepeople:  

On June 23, 2021, Drummond received the Leak Detection and Repair (LDAR) Third-Party 
Audit Report prepared by PPM Environmental Consultants, Inc. Their audit, conducted from May 
10 through May 21, 2021, found five (5) minor items that warranted corrective action.  These 
findings, along with Drummond’s proposed/implemented corrective actions are as follows: 

1. During comparative monitoring and walkthrough of the By-Products unit, a total of five 
open-ended lines were observed as not having a cap, plug, or blind flange. 

Corrective Action: The five open-ended lines were capped immediately. 

2. During comparative monitoring and walkthrough of the By-Products unit, a total of three 
audio, visual, or olfactory leaks were observed. One was an olfactory leak and two were 
visual leaks. 

Corrective Action:  The three AVO leaks were repaired immediately. 

3. During a walkthrough of the By-Products unit, 16 components were identified as missing 
tags and not in LDAR database. This included five (5) valves, and 11 flanges. 



EPA Air Chief 
Jonathan Stanton 
Page 2 
 

  

Corrective Action:  The LDAR contractor tagged the components and added them 
to the LDAR database. 

4. Monitoring occurred for one day by two monitoring technicians (2/22/21) that did not 
include the required technician certification statement as per A.18. Recordkeeping started 
on March 24, 2021. 

Corrective Action:  The LDAR contractor and technicians have been instructed to 
properly certify all monitoring results.  After each monitoring event, the technician 
completes a certification form, turns it in to Drummond’s Environmental 
Coordinator who adds these forms to the LDAR records. 

5. ABC Coke does not have LDAR training records on annual training relevant to their 
duties for By-Products staff who perform repair attempts and LDAR maintenance. 

Corrective Action:  Drummond has implemented annual LDAR training for By-
Products staff and documentation of this training is included in the LDAR records. 

While these corrective actions were fairly straightforward, Drummond is confident that their 
implementation has improved our LDAR Program.  Please let me know if there are any questions 
or if additional information is needed. 

 

Very truly yours, 

 
 
Jay Cornelius 
Manager, Environmental Control 
Drummond Company, Inc. 
 

cc: Robert Caplan (USEPA) 
 EES Case Management Unit, eescdcopy.enrd@usdoj.gov  
 Steve Rieck (USEPA) 
 Nicole Radford (USEPA) 
 Andrew Ingersoll (DOJ) 
 Wade Merritt (JCDH) 
 Jason Howanitz (JCDH) 
 Richard Davis (Drummond) 
 Blake Andrews (Drummond) 
 Curt Jones (Drummond) 
 Robert B. McKinstry, Jr. (Drummond) 



Exhibit 3 

Response to Comments on Method for Calculating TAB for Stormwater Overflow Tank 

After review of Drummond’s 90-day Status Report, the USEPA requested further clarification of 
the proposed method for calculating the benzene concentration in stormwater that may be 
directed to the Stormwater Tank (T-102) via the Emergency Stormwater Overflow Line.  This 
method was developed so in the event the emergency line is ever used, the benzene in the 
stormwater can be calculated and incorporated into Drummond’s TAB summary.  The following 
are the USEPA’s comments on benzene calculations and Drummond’s responses (in bold): 

1. For the attachment labeled “BP Stormwater Liquor Ratio,” please provide the following
information:

a. Provide a description and relevant calculations for how the ~9.3 ppm benzene at
0 inches rainfall was determined. Sampling taken during the 2011 NEIC
inspection and information included in Drummond’s 2012 response to EPA’s
information request indicate a higher concentration for the influent to the
ammonia still.
The correct assumed concentration of benzene in flushing liquor with no
dilution (0” of rainfall) should be 15 ppm based on sample analysis of an
undiluted flushing liquor sample collected in December 2018.  This corrected
value has been included in the overflow TAB calculation.

b. How will inches of rainfall be determined?
Drummond monitors weather via an onsite Vantage Pro 2 weather station (by
Davis Instruments).  A datalogger records and graphs meteorological data
every 15 minutes, which Drummond can access through the WeatherLink
program.  To determine the inches of rainfall to be used in the overflow TAB
calculation, Drummond will refer to the cumulative rainfall amounts logged
from the start of rainfall to the time the overflow valve is closed.

c. How will total gallons through the stormwater overflow be determined?
Drummond will calculate total gallons of overflow by multiplying the
maximum flow rate to the stormwater tank (established to be 15
gallons/minute) and the minutes of overflow recorded.

d. Can a flow meter or other tool be installed to accurately measure water pumped 
through the stormwater overflow line?
A flow meter was considered as an alternative for measuring flow, and may 
still be installed in the future, but since these overflow events are rare, 
Drummond opted to use existing equipment to measure rainfall amount and 
calculate benzene concentrations in the overflow using known surface areas, 
tank/piping capacities, and dilution factors.

2. Using a hypothetical storm event, please provide a step-by-step Total Annual Benzene
calculation.
Example TAB Calculation for Overflow:  A storm event with 6.2” of rainfall required
opening of the overflow valve for 390 minutes. The TAB (Mg/yr) for this Stormwater
Overflow Event will be calculated as follows:

1. Calculate Total Gallons sent to Stormwater Tank



𝑭𝑭𝑭𝑭𝑭𝑭𝑭𝑭 𝑹𝑹𝑹𝑹𝑹𝑹𝑹𝑹 (𝒈𝒈𝒈𝒈𝒈𝒈)𝒙𝒙 𝑴𝑴𝑴𝑴𝑴𝑴𝑴𝑴𝑹𝑹𝑹𝑹𝑴𝑴 𝑭𝑭𝒐𝒐 𝑩𝑩𝑩𝑩𝑩𝑩𝑹𝑹𝑴𝑴𝑴𝑴 (𝒈𝒈𝑴𝑴𝑴𝑴) = 𝟏𝟏𝟏𝟏 𝒈𝒈𝒈𝒈𝒈𝒈 𝒙𝒙 𝟑𝟑𝟑𝟑𝟑𝟑 𝒈𝒈𝑴𝑴𝑴𝑴 = 𝟏𝟏,𝟖𝟖𝟏𝟏𝟑𝟑 𝒈𝒈𝑹𝑹𝑭𝑭. 

2. Calculate Annual Waste Quantity

𝑻𝑻𝑭𝑭𝑹𝑹𝑹𝑹𝑭𝑭 𝑮𝑮𝑹𝑹𝑭𝑭𝑭𝑭𝑭𝑭𝑴𝑴𝑴𝑴 𝑴𝑴𝑹𝑹𝑴𝑴𝑹𝑹 𝑹𝑹𝑭𝑭 𝑺𝑺𝑺𝑺 𝑻𝑻𝑹𝑹𝑴𝑴𝑻𝑻 (𝒈𝒈𝑹𝑹𝑭𝑭) 𝒙𝒙 𝑳𝑳𝑴𝑴𝑳𝑳𝑴𝑴𝑴𝑴𝑳𝑳 𝑫𝑫𝑹𝑹𝑴𝑴𝑴𝑴𝑴𝑴𝑹𝑹𝑩𝑩 𝑭𝑭𝒐𝒐 𝑭𝑭𝑭𝑭𝑴𝑴𝑴𝑴𝑭𝑭𝑴𝑴𝑴𝑴𝒈𝒈 𝑳𝑳𝑴𝑴𝑳𝑳𝑴𝑴𝑭𝑭𝑳𝑳 �𝑻𝑻𝒈𝒈
𝑳𝑳
� 𝒙𝒙 𝑪𝑪𝑭𝑭 (𝒈𝒈𝑹𝑹𝑭𝑭 𝑹𝑹𝑭𝑭 𝑳𝑳) 

= 𝟏𝟏,𝟖𝟖𝟏𝟏𝟑𝟑 𝐠𝐠𝐠𝐠𝐠𝐠 ×  𝟏𝟏 𝐤𝐤𝐠𝐠/𝐋𝐋 ×  𝟑𝟑.𝟕𝟕𝟖𝟖𝟏𝟏𝟕𝟕 =  𝟐𝟐𝟐𝟐,𝟏𝟏𝟕𝟕𝟏𝟏 𝐤𝐤𝐠𝐠 

3. Calculate Concentration of Benzene in Stormwater Overflow

[𝑩𝑩𝑹𝑹𝑴𝑴𝑩𝑩𝑹𝑹𝑴𝑴𝑹𝑹] (𝒈𝒈𝒈𝒈𝒈𝒈) ×  �𝟏𝟏 −
𝑹𝑹𝑹𝑹𝑴𝑴𝑴𝑴𝒐𝒐𝑹𝑹𝑭𝑭𝑭𝑭 (𝑴𝑴𝑴𝑴)/𝟏𝟏𝟐𝟐 × (𝑩𝑩𝑩𝑩 𝑺𝑺𝑴𝑴𝑳𝑳𝒐𝒐𝑹𝑹𝑺𝑺𝑹𝑹 𝑨𝑨𝑳𝑳𝑹𝑹𝑹𝑹 (𝑴𝑴𝒐𝒐) ×  𝑪𝑪𝑭𝑭 (𝑴𝑴𝒐𝒐 𝑹𝑹𝑭𝑭 𝒈𝒈𝑹𝑹𝑭𝑭))

𝑹𝑹𝑹𝑹𝑴𝑴𝑴𝑴𝒐𝒐𝑹𝑹𝑭𝑭𝑭𝑭 (𝑴𝑴𝑴𝑴)/𝟏𝟏𝟐𝟐 × (𝑩𝑩𝑩𝑩 𝑺𝑺𝑴𝑴𝑳𝑳𝒐𝒐𝑹𝑹𝑺𝑺𝑹𝑹 𝑨𝑨𝑳𝑳𝑹𝑹𝑹𝑹 (𝑴𝑴𝒐𝒐) 𝑪𝑪𝑭𝑭 (𝑴𝑴𝒐𝒐 𝑹𝑹𝑭𝑭 𝒈𝒈𝑹𝑹𝑭𝑭)) +  𝑳𝑳𝑴𝑴𝑳𝑳𝑴𝑴𝑭𝑭𝑳𝑳 𝑺𝑺𝑹𝑹𝑭𝑭𝑳𝑳𝑹𝑹𝒈𝒈𝑹𝑹 (𝒈𝒈𝑹𝑹𝑭𝑭)
� 

=  𝟏𝟏𝟏𝟏 𝐩𝐩𝐩𝐩𝐩𝐩×   (𝟏𝟏 −
�𝟔𝟔.𝟐𝟐 𝑴𝑴𝑴𝑴

𝟏𝟏𝟐𝟐 �× (𝟕𝟕𝟏𝟏,𝟑𝟑𝟖𝟖𝟕𝟕 𝑴𝑴𝒐𝒐 × 𝟕𝟕.𝟕𝟕𝟖𝟖𝟑𝟑𝟏𝟏)
𝟔𝟔.𝟐𝟐 𝑴𝑴𝑴𝑴
𝟏𝟏𝟐𝟐 × (𝟕𝟕𝟏𝟏,𝟑𝟑𝟖𝟖𝟕𝟕 𝑴𝑴𝒐𝒐× 𝟕𝟕.𝟕𝟕𝟖𝟖𝟑𝟑𝟏𝟏) + 𝟖𝟖𝟏𝟏,𝟕𝟕𝟕𝟕𝟏𝟏 𝒈𝒈𝑹𝑹𝑭𝑭

) = 𝟑𝟑.𝟏𝟏𝟏𝟏𝟖𝟖 𝒈𝒈𝒈𝒈𝒈𝒈𝑭𝑭

4. Calculate TAB for Stormwater Overflow

𝑨𝑨𝑴𝑴𝑴𝑴𝑴𝑴𝑹𝑹𝑭𝑭 𝑺𝑺𝑹𝑹𝑴𝑴𝑹𝑹𝑹𝑹 𝑸𝑸𝑴𝑴𝑹𝑹𝑴𝑴𝑹𝑹𝑴𝑴𝑹𝑹𝑩𝑩 (𝑻𝑻𝒈𝒈) ×  𝑩𝑩𝑹𝑹𝑴𝑴𝑩𝑩𝑹𝑹𝑴𝑴𝑹𝑹 𝑴𝑴𝑴𝑴 𝑺𝑺𝑺𝑺 (𝒈𝒈𝒈𝒈𝒈𝒈𝑭𝑭) × 𝑪𝑪𝑭𝑭 (𝒈𝒈𝒈𝒈𝒈𝒈 𝑹𝑹𝑭𝑭 𝑴𝑴𝒈𝒈) 

= 𝟐𝟐𝟐𝟐,𝟏𝟏𝟕𝟕𝟏𝟏 𝑻𝑻𝒈𝒈 𝒙𝒙 𝟑𝟑.𝟏𝟏𝟏𝟏𝟖𝟖 𝒈𝒈𝒈𝒈𝒈𝒈 ×  𝟑𝟑.𝟑𝟑𝟑𝟑𝟑𝟑𝟑𝟑𝟑𝟑𝟑𝟑𝟑𝟑𝟑𝟑𝟏𝟏 = 𝟑𝟑.𝟑𝟑𝟑𝟑𝟑𝟑𝟑𝟑𝟕𝟕𝟖𝟖𝟖𝟖 𝑴𝑴𝒈𝒈/𝑩𝑩𝑳𝑳 

Note: CF = Conversion Factor 

3. How will Drummond determine the benzene concentrations in the T-102 stormwater tank,
if an overflow event take place?
In the event that stormwater overflows into the T-102 tank, Drummond will determine
benzene concentrations in the tank by collecting a grab benzene water sample from the
tank within 48 hours of the overflow event.

4. Will infrequent use of the overflow line cause any maintenance issues?
The overflow line is not expected to present any maintenance issues.



Exhibit 4 

Response to Comments on Benzene Sampling Training 

Before the entry of the CD, Drummond developed the annual Benzene Sampling Training 
Program (BSTP) required by Paragraph 12 and Appendix A and implemented it upon approval. 
Since the Effective Date, the BSTP has been updated to address content requested in the 
USEPA’s June 16, 2021 comments, which are included below along with Drummond’s 
responses (in bold): 

1. The EPA would like to see more detail in the training program, including:
a. When will training occur?

Training will be completed prior to samplers collecting samples
and supervisors will review sampling protocols to ensure proper
procedures are being practiced.

b. Will the training include hands-on field exercise?
Yes. Supervisors will demonstrate and then monitor the trainee as
they collect the benzene samples.

c. Will the training include an overview of Method 5021A?
Yes.

d. Include a map/description of where sampling will exactly take place. 
A map of the sampling location has been added to the training 
material.

2. The EPA is concerned that the program does not include discussion of
regulatory sampling requirements found in 40 C.F.R. § 63.355(c)(3). Please
ensure the following requirements are included in the program:

a. The program indicates use of 2 vials for sampling, however §
63.355(c)(3)(i) requires a minimum of 3 samples for each waste
stream.
The program has been updated to require three (3) 40-ml vials for
each benzene sample.

b. The program does not include a discussion on the use of a cooling
coil, required by § 63.355(c)(3)(ii)(F).
A discussion of a cooling coil has been included in the BSTP.

c. The training must include a discussion of all relevant items found in
§ 63.355(c)(3)(ii)(A) – (H).
The relevant information has been added to the BSTP, along with 
updated training materials (see attached). 
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Benzene Sampling Training Plan/Presentation 



 

Benzene Sampling Training 

ABC Coke By-Products Plant 

This information is to be used to train ABC Coke and contractor personnel tasked with collecting benzene 
samples from ABC Coke By-Products Plant.  Annual refresher training will be conducted and the names and 
dates of participants kept on file in the ABC Lab and Environmental Department. Annual training is held each 
year. 

 
The trainee below has shown proficiency in the following areas: 

� Sampling Materials/Proper PPE 
� Sample Location 
� Sample Collection 
� Chain-of-custody, sample labels, record-keeping 

 
____________________________________  __________________________ Date:________ 
Trainee (Print Name & Affiliation)   Signature 
 
Caleb Bush, ABC Coke WWTP Manager  __________________________ Date:________ 
Trainer     Signature 

Sampling Instructions 

Sample Location:  Ammonia Still Effluent  

PPE Requirements:  Hardhat, safety glasses, steel-toed shoes, work gloves and fire-
resistant outer wear  

Materials Needed: Sample containers (three 40 ml vials per sample), nitrile gloves, clock, 
cooler of ice water with pump and Benzene Sampling Logbook. 
 

1. Sample containers are pre-labeled, 40 mL volatile organic analyte (VOA) vials pre-
preserved with a hydrochloric acid solution. 

2. Use a pump and cooler with ice water to chill the cooling coil. After purging four 
volumes from the cooling coil, check temperature of sample at the sample port. 
Sample must below 10°C before collection. Once temperature is reached, fill the 
VOA vials, making sure there are no air bubbles (zero headspace) per EPA Method 
5021A.  

3. Write the Sample ID, collection date and time on the sample labels in indelible ink 
(Sharpie) and in the Benzene Sampling Logbook. 

4. Rubber band VOA vials together and place in iced cooler and carry directly to ABC 
Coke’s onsite laboratory. 

5. Complete the chain of custody, verify that the date and times are correct and the 
information on labels match the chain of custody and sample log. 

6. The Project ID is the sample location (“Ammonia Still” and the Sample ID is 
“Ammonia Still Effluent”  

7. Place samples in the lab fridge to keep sample temperature below 10°C and put 
chain of custody in clipboard for outside pickup by LRS. 

 



Benzene Sampling Training 
Program 
ABC Coke Div. Drummond Co Inc.
Established April 2021



Training Objectives
• Identify benzene sampling location at the Ammonia Still Effluent

• Learn required personal protective equipment (PPE) 

• Learn materials needed for sample collection

• Review proper sampling methods

• Know sampling frequency



Map of Sample Site 



Required PPE for Sample Collection
• Hardhat

• Steel-Toed Safety Shoes

• Safety Glasses

• Work Gloves

• Nitrile Over Gloves

• Fire-resistant Outer Wear (“Blues”)



Material Needed to Sample
• Sample cooler with ice

• Pump and cooler with ice water for cooling coils

• Three (3) pre-labeled 40 ml vials, pre-preserved with HCl (provided by lab).

• Benzene Sampling Log Book

• Indelible pen

• Thermometer to measure Sample Temperature

• Clock to note Sample Time



Sampling Methods
• Method 5021A

 Volatile Organic Compounds in Various Matrices Using Equilibrium Headspace 
analysis

• 40 CFR 63.355(c)(3)(i)
 Test Methods, Procedures, and Compliance Provisions



Method 5021A
“8.2 Water samples - Fill the 40-mL vial and, according to the analyte 
list to be analyzed, chemically preserve the sample (Sec. 7.8) as 
necessary. Ensure that there is no headspace in the vial and seal 
it. At least two* vials should be collected per sample and more may be 
necessary for duplicate and MS/MSD analyses, if desired. Transfer of 
the sample into a headspace vial and the addition of the matrix 
modifier and standards should be performed at the laboratory.”

*ABC uses three (3) pre-preserved vials for each sample. 



Sampling procedures from 40 CFR 
63.355(c)(3)(i)
• Samples shall be collected prior to the waste being exposed to the atmosphere in 

order to minimize the loss of benzene prior to sampling.

• Prior to the initiation of sampling, sample lines and cooling coil shall be purged with at 
least four volumes of waste.

• After purging, the sample flow shall be directed to a sample container and the tip of the 
sampling tube shall be kept below the surface of the waste during sampling to minimize 
contact with the atmosphere.

• Samples shall be collected at a flow rate such that the cooling coil is able to maintain a 
waste temperature less than 10 °C (50 °F).

• After filling, the sample container shall be capped immediately (within 5 seconds) to 
leave a minimum headspace in the container.

• The sample containers shall immediately be cooled and maintained at a temperature 
below 10 °C (50 °F) for transfer to the laboratory.



Steps for Collecting Sample



Step 1
Gather Materials / PPE



Step 2
Set up at Sampling Location



Step 3
Purge / Check Temperature
of Cooling Coils
• Purge cooling coil with at least four 

volumes of waste (volume of cooling 
chamber x 4).

• Check sample temperature as it exits 
cooling coil.  Sample temperature must 
be below 50°F (10°C).



Step 4
Collect Sample Per Method 5021A.
• Samples shall be collected prior to the 

waste being exposed to the 
atmosphere in order to minimize the 
loss of benzene in the sample.

• Write the Sample ID, Sample 
Collection Date/Time on the sample 
labels in indelible ink (Sharpie) and 
in the Benzene Sampling Logbook.

• Sample ID is “Ammonia Still 
Effluent”

• Vials should be filled with no 
headspace and capped within 5 
seconds of the sample being taken.

• Vials are pre-preserved with 
hydrochloric acid (HCl), and cannot 
be reused if spilled.  Use new vial for 
each sample aliquot.



Step 5
Chill & Transport to ABC Lab
• Wrap three VOA vials together with rubber band and place in cooler with 

ice. Carry samples directly to ABC Coke’s laboratory.



Step 6
Complete Chain of Custody
• Project ID is “Ammonia Still”

• Date Results Needed is “STD” for standard turn-
around time.

• Sample ID is “Ammonia Still Effluent”

• Matrix is “WW” for waste water

• Sample Date and Time are from sample label and 
Sample Log.  Make sure the information on chain 
of custody, labels, and log all match

• Number of Containers is “3”

• Analysis is “Benzene E624.1 (Three 40-mL VOA 
vials, HCl Perserved)”



Step 7
Place Samples in Fridge for Pickup
• Transfer samples from cooler to the refrigerator in lab 

to keep sample temperature below 10°C

• Put chain of custody in clipboard for outside pickup by 
contract laboratory (LRS).  

• After pick-up, place copy of COC on file.



Sample Frequency
• ABC is required to collect a sample from the Ammonia Still once per month



Questions?
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Annual TAB Calculation 
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OGI Summary Report and Survey Form 
  





Optical Gas Imaging (OGI) Survey
Form

18196020367

Reference Number: 20210715-18196020367
Form Name: Optical Gas Imaging (OGI) Survey Form
Submitter Name: ThinkAdmin (thinkadmin) | thinkadmin
Submission Date: Jul 15, 2021 10:57:58 AM CDT
Location:

 

 GENERAL INFORMATION

 Customer Information

Customer Name Drummond
Facility Name ABC Coke

 Survey Information

OGI Technician Name Jeff Diehl
OGI Technician Experience 3 years
Camera Type FLIR GF300
Camera Serial Number 44400863
Survey Type Semi-Annual
Survey Start Time Jul 6, 2021 10:00:00 AM CDT
GPS Coordinates

latitude: altitude:
longitude:  [ viewMap ]

 Weather Conditions

Ambient Temperature (F) 76
Sky Conditions Partially Cloudy
Maximum Wind Speed (mph) 6

 Camera Verification Check
.

.



Was camera verification check completed
per Think Environmental procedure?

Yes

 LEAKS FOUND

 Leaking Component

 LEAKING COMPONENT 1 OF 9

 Leaking Component

Leak Location Dirty Liquor Tank
Component Type Drain
Leak Photo

Repair attempt made? Yes
Repair attempt successful? Yes

.
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Additional Information Emissions from ground-level drain on dirty
liquor tank, LDAR tag number 1426. TVA
reading is 312 ppm.

 LEAKING COMPONENT 2 OF 9

 Leaking Component

Leak Location West Tar Tank
Component Type Drain
Leak Photo

Repair attempt made? Yes
Repair attempt successful? Yes
Additional Information Drain on west tar tank, LDAR tag number

456. TVA reading is 174 ppm.

 LEAKING COMPONENT 3 OF 9

 Leaking Component

Leak Location West Tar Tank
.

Optical Gas Imaging (OGI) Survey Form PAGE 3 OF 8

Optical Gas Imaging (OGI) Survey Form - 2021-07-15 1 2021-07-15
.



Component Type Drain
Leak Photo

Repair attempt made? Yes
Repair attempt successful? Yes
Additional Information Drain on west tar tank, LDAR tag number

457. TVA reading is 277 ppm.

 LEAKING COMPONENT 4 OF 9

 Leaking Component

Leak Location South Exhauster Building
Component Type Connector
Leak Photo

Repair attempt made? Yes
Repair attempt successful? Yes

.
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Additional Information Ground-level connector outside south
exhauster building, LDAR tag 930. TVA
reading is 993 ppm.

 LEAKING COMPONENT 5 OF 9

 Leaking Component

Leak Location Little Holder Pit
Component Type Valve
Leak Photo

Repair attempt made? Yes
Repair attempt successful? Yes
Additional Information Flare valve/block valve, LDAR tag 118B.

TVA reading is 200 ppm.

 LEAKING COMPONENT 6 OF 9

 Leaking Component

Leak Location South Exhauster Building
Component Type Connector

.
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Leak Photo

Repair attempt made? Yes
Repair attempt successful? Yes
Additional Information Connector off valve outside south exhauster

building, LDAR tag 304. TVA reading is 89
ppm.

 LEAKING COMPONENT 7 OF 9

 Leaking Component

Leak Location Tar Bottom Final Cooler
Component Type Drain
Leak Photo

Repair attempt made? Yes
Repair attempt successful? Yes

.
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Additional Information Drain on tar bottom final cooler, LDAR tag
number 98. TVA reading is 189 ppm.

 LEAKING COMPONENT 8 OF 9

 Leaking Component

Leak Location Tar Bottom Final Cooler
Component Type Drain
Leak Photo

Repair attempt made? Yes
Repair attempt successful? Yes
Additional Information Drain on tar bottom final cooler, LDAR tag

number 100. TVA reading is 226 ppm.

 LEAKING COMPONENT 9 OF 9

 Leaking Component

Leak Location Air Water Coolers
Component Type Connector
Leak Photo

.
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Repair attempt made? Yes
Repair attempt successful? Yes
Additional Information Braided hose at connection off valve on

platform off air water coolers. TVA reading
is 312 ppm.

 SURVEY CONCLUSION

 Survey Wrap-up

Were there any deviations from the LDAR
monitoring plan?

No

Technician Signature

Survey End Time Jul 8, 2021 12:30:00 PM CDT

.
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LDAR Status Compliance Report  
 



  

 
 
 
 
 
 
 
 

July 13, 2021 
 
By Electronic Mail 
 
Air Enforcement Branch Chief 
US Environmental Protection Agency Region 4 
Air Enforcement Branch  
61 Forsyth Street S.W. 
Atlanta, Georgia 30303 
 
Jonathan Stanton, P.E. 
Director, Environmental Health Services 
Jefferson County Department of Health 
1400 Sixth Avenue South 
Birmingham, AL 35233 
 
 
    Re: Drummond ABC Coke – LDAR Compliance Status Report – Consent Decree, United 

States v. Drummond Company, Inc.  Case No. 2:19-cv-00240-AKK (N.D. AL January 
25, 2021); DJ # 90-5-2-1-10717. 

Gentlepeople:  

This LDAR Compliance Status Report has been prepared to comply with the reporting 
requirements outlined in the above referenced Consent Decree, Appendix A, Section 11.   

a) The number of Drummond LDAR personnel at the Facility (excluding personnel whose 
functions involve the non-monitoring aspects of repairing leaks) and the approximate 
percentage of time each such person dedicated to performing his/her LDAR functions; 

There are two Drummond LDAR personnel at the Facility involved in the 
monitoring aspects of repairing leaks.  Drummond has enlisted an LDAR contractor 
to perform routine weekly and monthly monitoring, so the percentage of time 
Drummond personnel conduct monitoring is less than 10% of their time.  Their 
function is to perform post-repair monitoring when the LDAR contractor is 
unavailable to perform, although this has not been necessary since the effective date 
of the CD. 

b) An identification and description of any non-compliance with the requirements in 
Appendix A; 

Drummond has been in compliance with the requirements in Appendix A. 
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c) An identification of any problems encountered in complying with the requirements of this 
Appendix A; 

No problems have been encountered. 

d) A description of any training done; 

Drummond was implemented the revised Benzene Sampling Training Plan to our 
sample collection personnel and LDAR Training to the mechanics, technicians, and 
electricians that perform work on the LDAR components in the By-Products 
department.  The BSTP includes proper sample collection and storage methods, as 
well as sample documentation (labels, chain-of-custody, etc.).  LDAR Training 
addresses how to identify and preserve LDAR tags when equipment is serviced or 
replaced and what to do with orphaned tags. 

e) Any deviations identified in the QA/QC performed, as well as any corrective actions 
taken; 

No deviations were identified during the QA/QC process. 

f) A summary of any LDAR Audit results received during the reporting period, including 
the specific identification of all deficiencies; and, 

The Third Party LDAR Audit reported five (5) findings.  These included 5 open-
ended lines observed, three AVO leaks, and 16 components that were missing tags 
and not in the LDAR database.  Also noted were monitoring records that did not 
include the certification statement and incomplete training records.  The Audit also 
made several recommendations that might improve calibration procedures, 
contractor training, and tagging protocols.  The specifics of the audit findings are 
attached as Appendix A. 

g) The status of all actions under any CAP that was submitted during the reporting period, 
unless the CAP was submitted less than one month before the compliance status report. 

The actions specified in the June 22, 2021 CAP prepared in response to the findings 
of the June 22, 2021 Audit have been completed. 

 

I certify under penalty of law that this document and all attachments were prepared under my 
direction or supervision in accordance with a system designed to assure that qualified personnel 
properly gather and evaluate the information submitted.  Based on my inquiry of the person or 
persons who manage the system, or those persons directly responsible for gathering the 
information, the information submitted is, to the best of my knowledge and belief, true, accurate, 
and complete.  I have no personal knowledge that the information submitted is other than true, 
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accurate, and complete.  I am aware that there are significant penalties for submitting false 
information, including the possibility of fine and imprisonment for knowing violations. 

 
 
 
 
Jay Cornelius 
Manager, Environmental Control 
Drummond Company, Inc. 
 

cc: Robert Caplan (USEPA) 
 EES Case Management Unit, eescdcopy.enrd@usdoj.gov  
 Steve Rieck (USEPA) 
 Nicole Radford (USEPA) 
 Andrew Ingersoll (DOJ) 
 Wade Merritt (JCDH) 
 Jason Howanitz (JCDH) 
 Richard Davis (Drummond) 
 Blake Andrews (Drummond) 
 Curt Jones (Drummond) 
 Robert B. McKinstry, Jr. (Drummond) 
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Appendix A 
2021 LDAR Compliance Audit Findings 



Finding No. Type 

1 Regulatory 

2 
Concent 
Decree 

3 
Concent 
Decree 

Con cent 
4 

Decree 

5 
Concent 
Decree 

Page 1 of l 

Appendix A 

2021 Leak Detection and Repair Compliance Audit Findings 
Drummond Company, Inc. - ABC Coke 

Birmingham, AL 

Regulatory Citation Finding 

40 CFR §60.482-6(a)(1): Each open-ended valve or line shall be equipped with a cap, blind 
During comparative monitoring and walkthrough of the By-Products unit, a total of five open 

flange, plug, or a second valve, except as provided in §60.482-1(c) and paragraphs (d) and 
(e) of this section. 

ended lines were observed as not having a cap, plug, or blind flange. 

Appendix A, Paragraph 14: For all Covered Equipment, at any time, including periods 
During comparative monitoring and walkthrough of the By-Products unit, a total of three 

between required periodic monitoring, for which evidence of a potential leak is detected 
audio, visual, or olfactory leaks were observed. One was an olfactory leak and two were 

through audio, visual, or olfactory sensing, Drummond shall comply with all applicable LOAR 
regulations as if repair is required pursuant to Paragraph 6 of this Appendix A. 

visual leaks. 

Appendix A, Paragraph 23.b: Reviewing and/or verifying, as applicable, the same items that 
are required to be reviewed and/or verified in Paragraphs 19-20 of this Appendix A; 

Appendix A, Paragraph 19.b: Verify that each Covered Equipment in benzene service is During a walkthrough of the By-Products unit, 16 components were identified as missing 
clearly identified (i.e. tagged) and tagging is properly maintained. tags and not in LOAR database. This included five (5) valves, and 11 flanges. 

Appendix A, Paragraph 23.c: Reviewing whether any pieces of equipment that are required 
to be in the LOAR program are not included. 

Appendix A, Paragraph 19: Beginning no later than the Effective Date, on each Day that 
monitoring occurs, at the end of such monitoring, Drummond shall ensure that each 
monitoring technician certifies that the data collected accurately represent the monitoring 
performed for that day by requiring the monitoring technician to sign a form that includes the Monitoring occurred for one day by two monitoring technicians (2/22/21) that did not include 
following certification: the required technician certification statement as per A. 18. Recordkeeping started on 

March 24, 2021. 
"On [insert date], I reviewed the monitoring data that I collected today and to the 
best of my knowledge and belief, the data accurately represent the monitoring that 
I performed today." 

By no later than 90 days after the Effective Date, Drummond shall have developed a training 
protocol (or, as applicable, require its contractor to develop a training 
protocol for the contractor's employees) and shall ensure that all LOAR Personnel conducting 
Method 21 monitoring have completed training on all aspects of LOAR, including this LDRP, 
that are relevant to the person's duties. Once per calendar year, starting in the calendar year 
after completion of initial training, Drummond shall ensure that refresher training is performed ABC Coke does not have LOAR training records on annual training relevant to their duties 
with respect to each employee or contractor; provided, however, that refresher training is not for By-Products staff who perform repair attempts and LOAR maintenance. 
required if an individual's employment at the Facttity ceases prior to the end of the calendar 
year or no longer involves duties relevant to LOAR. Drummond shall also ensure (or, as 
applicable, require its contractor to ensure for the contractor's employees) that new LOAR 
Personnel conducting Method 21 monitoring are sufficiently trained prior to any involvement 
(other than supervised involvement for purposes of training) in the LOAR program. 

PPM Consultants, Inc. 
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